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Addendum 1 

Request for Proposal for Middle School Central Offices Rooftop Heat Pump Package System 

Attached is the Middle School central office drawing. The due date has been changed to December 2, 
2025, at 1:30pm. 

Questions that asked at the Pre-Bid Meeting on November 3, 2025  

Is there a Structural Engineering drawing for the unit being placed on the roof?  
Answer No Structural engineering drawings are available. It is the responsibility of the bidder to verify 
whether the existing roof structure can support the proposed unit and to determine if any structural 
modifications are required. Bidders should include any structural considerations or costs in their 
proposal as an Add Alternate #1. 
 
The Doorway entrance is NOT a Firewall?  
Answer Correct; The set of doors and wall will be removed in the construction project. This has been 
approved by all local inspection agencies.    
 
The unit being supplied shall be BACnet-compatible to accommodate future integration by New Fairfield 
Board of Education. 
 
Is there additional steel work that is needed? See Structural engineering question above. 
 
Add supply and returns to each office or area as part of the bid price.  
 
Does the unit need to be balanced? 
Answer Yes, the unit needs to be balanced as part of the bid specifications. 
 
Add Alternate #2 for VRF in each room on the bid sheet.  
 
Provide supply of ERV? 
Answer Yes, add supply and return to each office or area as part of the bid specifications. 
 
Needs to be quoted as a Cold Climate unit. 
 
Answer to question asked at the walkthrough. 

Work should be performed during working hours. 7:30 am to 9:30pm. All people on site will need to be 
entered into the Raptor System for a building pass. 

The Unit will need to be placed in a location on the roof to have coverage of all eight offices. 

To keep the equipment standardized with the current equipment at the school Provide Pricing for Trane, 
Carrier, or Mitsubishi units. 

All electrical work will be completed in house. 
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The selected HVAC contractor is to provide the curb on the roof, BOE will install and patch the roof. 

Design so that the BMS shall be hooked into this system at a later period. 

Add Alternates See the Revised Bid Sheet 

Dated November 21, 2025 

 

 


