
VI. BIDS SHEETS 
 

REVISED BID SHEET 
 
 
Bid for Middle School Central Offices Rooftop Heat Pump Package System. 
 
For Middle School Property: is located at 56 Gillotti Road 
To provide and install a complete heat pump package system at the New Fairfield Middle School for the 
creation of newly designed central offices that consist of eight offices and hallway area. The area is 
approximately 1,700 square feet. The Board of Education is looking to standardize this equipment with 
the other equipment we have within the district, which is Carrier, Mitsubishi, and Aaon as well as other 
brands. It is expected that this equipment will be energy efficient and energy star and UL rated. The 
system should have 1-stage cooling, standard to medium static vane axial fan, ultra-low leak enthalpy 
economizer with a barometric relief system, covered outdoor power outlet,  Honeywell or equivalent to, 
touch screen digital programmable thermostat, galvanized metal supply and return ductwork system, 
white steel 2x2 inlaid ceiling grilles based on Hart & Cooley or equivalent to, manual N Heat load design.  
 
The Contractor shall provide all labor, equipment & materials to perform this work, (latest architectural 
floor plan drawing will be available at the walkthrough). Install all the above equipment and materials in 
accordance with all the state and local codes and the manufacturer specifications, providing one heat 
pump zone to supply all eight offices. Provide main supply and return air ducts that shall be galvanized 
metal with acoustic liner or be foil wrapped for a quieter operation. Contractor shall install and provide a 
complete air distribution ductwork system. Provide adjustable volume air dampers to control air balance 
at the branch take offs with class 1 flexible foil ducts as the branch outs. The system shall be assessed for 
efficiency upon completion. 
 
Contractor shall provide or contract out rigging company.  
 
It is preferred that you provide a proposal broken down by components that you will be 
providing. 
Provide the lead time of the equipment in the proposal. 
 
$________________, written out dollar amount _______________________________ 
________________________. 
 
Payment Terms are Net 30 days. 
 
Add Alternate #1 Structural considerations $   , Written out dollar amount   
             
 
Add Alternate #2 Provide supply for Energy Recovery Ventilator (ERV) $   , 
Written out dollar amount          . 
 
The unit needs to be quoted as a Cold Climate Unit. 
 
Received Addendum #1    Date     
Dated November 21, 2025 


